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NOTES:
1. CONFIRM PAD EXTENSION DIMENSIONS TO ACCOMODATE
EXISTING AND PROPOSED CONDUITS AND PROPOSED CONTROLLER
CABINET TYPE III ,SPECIAL (AIR CONDITIONED)
2. SPLICING NEW CONDUIT TO EXISTING CONDUITS ARE INCIDENTAL
TO “MODIFY EXISTING CONTROLLER FOUNDATION".
3. EXISTING ANCHOR BOLTS SHALL BE CUT FLUSH WITH TOP OF FOUNDATION.
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